
3

T/FTG = X'-X"

3

ABBREVIATIONS

DRAWING LEGEND

THRU Through

W Wide

THKND Thickened

TYP Typical

T&G Tongue & Groove

UBC Uniform Building
Code

TRANSV Transverse

W/O Without

W/ With

WWF Welded Wire Fabric

WP Working Point

WHS Welded Headed Stud

± Plus or Minus

UNO Unless Noted
Otherwise

VERT Vertical

TDS Tie Down System

TCX Top Chord Extension

GEOTECH Geotechnical

L Angle

BMU Brick Masonry Unit

TC AX LD Top Chord Axial Load

DB Drop Beam

C'SINK Countersink

EXP JT Expansion Joint

FDN Foundation

FD Floor Drain

EXT Exterior

(E) Existing

EXP Expansion

EW Each Way

EQUIP Equipment

EQ Equal

FIN Finish

ELEV Elevator

ELEC Electrical

EL Elevation

EF Each Face

EA Each

DWG Drawing

DP Depth/Deep

DO Ditto

DN Down

DL Dead Load

DIAG Diagonal

DF Douglas Fir

DEV Development

DBL Double

DIA Diameter

NIC Not In Contract

OPP Opposite

OPNG Opening

OF Outside Face

OD Outside Diameter

OC On Center

NTS Not To Scale

OWSJ Open Web Steel Joist

OWWJ Open Web Wood Joist

PL Plate

LONGIT Longitudinal

LLV Long Leg Vertical

LLH Long Leg Horizontal

LL Live Load

LF Lineal Foot

LSL Laminated Strand Lumber

LVL Laminated Veneer Lumber

MAS Masonry

MISC Miscellaneous

MIN Minimum

MFR Manufacturer

MEZZ Mezzanine

MECHMechanical

MAX Maximum

CMU Concrete Masonry
Unit

CJ Construction or
Control Joint

CJP Complete Joint
Penetration

CONT Continuous

CONST Construction

CONN Connection

CONC Concrete

COL Column

CLR Clear

CL Centerline

CIP Cast in Place

C Camber

B or BOT Bottom

BLKG Blocking

BLDG Building

BRG Bearing

B/ Bottom Of

ARCH Architectural

ALT Alternate

ADDL Additional

AB Anchor Bolt

k Kips

INT Interior

IF Inside Face

IE Invert Elevation

ID Inside Diameter

HORIZ Horizontal

HD Hold-down

HGR Hanger

HF Hem-Fir

HDR Header

GWB Gypsum Wall Board

HP High Point

GL Glue Laminated Timber

GALV Galvanized

GA Gage

FTG Footing

F/ Face of

SPEC Specification

STRUCT Structural

STIFF Stiffener

STD Standard

SST Stainless Steel

SF Square Foot

SYM Symmetrical

T&B Top & Bottom

SWWJ Solid Web Wood
Joist

T/ Top Of

SQ Square

STL Steel

PSI Pounds Per Square
Inch

PSL Parallel Strand
Lumber

SCHED Schedule

RET Retaining

REQD Required

REINF Reinforcing

RD Roof Drain

PT Pressure Treated

P-T Post-Tensioned

SHTHG Sheathing

SIM Similar

REF Refer/Reference

R Radius

PSF Pounds per Square Foot

PLWD Plywood

PP Partial Penetration

HSS = TS (Hollow Structural Section)

FLR Floor

PAF Powder Actuated Fastener

BP Baseplate

DBA Deformed Bar Anchor

DIST Distributed

EMBED Embedment

FRP Fiberglass Reinforced Plastic

KSF Kips Per Square Foot

LP Low Point

PERP Perpendicular

SOG Slab on Grade

SR Studrail

CTRD Centered

IBC International Building
Code

CB Castellated Beam

URM Unreinforced
Masonry Unit

PC Precast

SMF Special Moment
Frame

STAGG Stagger/Staggered

PREFAB Prefabricated

T Top

BTWNBetween

THRD Threaded

SCB Special Concentric
Braced

BRB Buckling Resisting
Braced

OCB Ordinary Concentric Braced

DEMO Demolish

INDICATES WOOD OR STEEL STUD
SHEAR WALL

POST-TENSION DEAD END (PLAN)

POST-TENSION STRESSING END (PLAN)

POST-TENSION PROFILE (PLAN)
(IN INCHES)

DETAILS OR SECTION CUT IN PLAN
VIEW (DETAIL NUMBER/SHEET NUMBER)

TILT-UP/PRECAST CONCRETE WALL
CONNECTION SYMBOL (REFER TO
CONNECTION DETAIL)

INDICATES CONCRETE COLUMN

SYMBOL (REFER TO DIAPHRAGM

INDICATES BEARING WALL BELOW

INDICATES CONCRETE/TILT-
UP
CONCRETE WALL

INDICATES MASONRY/CMU WALL

INDICATES WOOD OR STEEL STUD
WALL

INDICATES STEP IN FOOTING
(REFER TO TYPICAL STEP IN
FOOTING DETAIL)

FOOTING SYMBOL (REFER TO
SPREAD FOOTING SCHEDULE)

SHEAR WALL SYMBOL (REFER TO
SHEAR WALL SCHEDULE)

REVISION TRIANGLE

TILT-UP/PRECAST CONCRETE WALL
PANEL NUMBER (REFER TO TILT-UP/
PRECAST CONCRETE WALL ELEVATIONS)

CMU WALL REINFORCING SYMBOL
(REFER TO CMU WALL REINFORCING
SCHEDULE)

ROOF/FLOOR DIAPHRAGM NAILING

ELEVATION SYMBOL (T/ REFERS
TO COMPONENT THAT THE
ELEVATION REFERENCES)

STUD BUBBLE (INDICATES NUMBER
OF STUDS REQUIRED IF EXCEEDS
NUMBER SPECIFIED IN PLAN NOTE)

DETAILS OR SECTION CUT
(DETAIL NUMBER/SHEET NUMBER)

INDICATES LOCATION OF CONCRETE
WALLS, SHEAR WALLS OR BRACED
FRAME ELEVATIONS

SPAN INDICATOR (INDICATES EXTENTS
OF FRAMING MEMBERS OR OTHER
STRUCTURAL COMPONENTS)

INDICATES WIDE FLANGE COLUMN

INDICATES BUNDLED STUDS

CONTINUITY PLATE LENGTH
(REFER TO TYPICAL DETAIL)

MARK

NAILING SCHEDULE)

MARKDESCRIPTION DESCRIPTION

INDICATES DIRECTION OF DECK SPAN

INDICATES MOMENT FRAME
CONNECTION

INTERMEDIATE STRESSING (PLAN)

INDICATES NUMBER OF STUD RAIL
REQUIRED AT COLUMN (REFER TO
STUD RAIL DETAILS)

STEEL/CONCRETE COLUMN
SYMBOL (REFER  TO STEEL
COLUMN SCHEDULE)

INDICATES EXISTING WALL

INDICATES DRAG CONNECTION

INDICATES HOLLOW STRUCTURAL
SECTION (HSS) COLUMN OR
TUBE STEEL (TS) COLUMN

INDICATES HOLLOW STRUCTURAL
SECTION (HSS) COLUMN OR
STEEL PIPE COLUMN

INDICATES DOUBLE SHEAR
CONNECTION (REFER TO THE DOUBLE
SHEAR PLATE CONNECTIONS DETAIL)

PILE CAP SYMBOL (REFER TO
PILE CAP SCHEDULE)

INDICATES PRECAST
CONCRETE COLUMN

F2.0

INDICATES WOOD POST

DS

C1

XX"xXX"

1P

1

SR

2W6

00

S0.0

INDICATES CANTILEVER
CONNECTION

00

S0.0

00

S0.0

1

1

1

8"

1

S
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FOUNDATION PLAN NOTES:

1. STRUCTURAL GENERAL NOTES, DESIGN CRITERIA, ABBREVIATIONS AND LEGEND PER S001 THROUGH S003.

2. VERIFY ALL DIMENSIONS AND ELEVATIONS WITH THE ARCHITECTURAL DRAWINGS. ALL EXISTING DIMENSIONS
SHALL BE FIELD VERIFIED.

3. CONTRACTOR SHALL LOCATE AND VERIFY THE FOLLOWING WITH OTHERS PRIOR TO FOURING CONCRETE:
ALL DOOR OPENINGS IN FOUNDATION WALLS; DRAINS AND SLOPES, BLOCKOUTS FOR PLUMBING, SPRINKLERS AND
HVAC. ALL DUCTS, CHASES AND PIPES PER MECHANICAL, PLUMBING, ELECTRICAL AND SPRINKLER DRAWINGS. STAIR
DETAILS AND GUARDRAILS PER ARCHITECTURAL DRAWINGS. CONCRETE CURBS AND LOCATIONS PER
ARCHITECTURAL DRAWINGS.

4. TOP OF SLAB (T/SLAB) ELEVATION ASSUMED 1908'-0". PROVIDE 10 MIL VAPOR BARRIER BELOW SLAB AT
INTERIOR SPACES. PROVIDE FREE-DRAINING FILL PER GEOTECH REPORT.

5. TYPICAL TOP OF INTERIOR (T/INTERIOR) FOOTING ELEVATION = 1907'-4", UNO. TYPICAL TOP OF EXTERIOR
(T/EXTERIOR) FOOTING ELEVATION = 1907'-4".

6. ALL FOOTINGS AND SLABS TO BEAR ON COMPETENT NATIVE SOIL AND/OR STRUCTURAL FILL. SUBGRADE
PREPARATION, STRUCTURAL FILL, FOOTING DRAINS, AND OTHER REQUIREMENTS PER GEOTECH REPORT AS NOTED
IN THE STRUCTURAL GENERAL NOTES.

7. CJ INDICATES CONTROL JOINT PER PLAN.

8. CONTRACTOR TO VERIFY TOP OF CONCRETE (T/CONC) WALL ELEVATIONS ON ALL PARTIAL HEIGHT RETAINING
WALLS.

9. MOISTURE PROOF ALL CONCRETE STEM AND BASEMENT WALS PER ARCHITECT.

10. STEEL STAIRS SHALL BE BIDDER-DESIGNED, UNO. APPLICABLE DESIGN REQUIREMENTS PER STRUCTURAL
GENERAL NOTES.

11. TYPICAL DETAILS PER:

2/S301 TYPICAL STEPPED FOOTING
4/S301 TYPICAL CONCRETE WALL OPENING REINFORCEMENT
5/S301 TYPICAL LAP SPLICE SCHEDULE
8/S301 PLAN - TYPICAL REINFORCING AT SLAB EDGE CORNERS
10/S301 STANDARD HOOKS AND BAR BENDS
11/S301 TYPICAL BASE PLATE CONFIGURATIONS
14/S301 TYPICAL SLAB ON GRADE JOINT DETAILS WITH REINFORCING
15/S301 PLAN - TYPICAL CORNER REINFORCING AT CONCRETE WALLS (DOUBLE MAT)
1/S302 PIPE OR CONDUIT EMBEDDED IN SLAB ON GRADE
3/S302 TYPICAL PIPE AND TRENCH LOCATIONS AT CONCRETE STEMWALL/FOOTING
4/S302 PLAN - TYPICAL CORNER REINFORCING AT CONCRETE FOOTINGS
5/S302 PLAN - TYPICAL CORNER REINFORCING AT CONCRETE WALLS (SINGLE MAT)
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28" CONC WALL W/
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FOUNDATION PLAN NOTES:

1. STRUCTURAL GENERAL NOTES, DESIGN CRITERIA, ABBREVIATIONS AND LEGEND PER S001 THROUGH S003.

2. VERIFY ALL DIMENSIONS AND ELEVATIONS WITH THE ARCHITECTURAL DRAWINGS. ALL EXISTING DIMENSIONS
SHALL BE FIELD VERIFIED.

3. CONTRACTOR SHALL LOCATE AND VERIFY THE FOLLOWING WITH OTHERS PRIOR TO FOURING CONCRETE:
ALL DOOR OPENINGS IN FOUNDATION WALLS; DRAINS AND SLOPES, BLOCKOUTS FOR PLUMBING, SPRINKLERS AND
HVAC. ALL DUCTS, CHASES AND PIPES PER MECHANICAL, PLUMBING, ELECTRICAL AND SPRINKLER DRAWINGS. STAIR
DETAILS AND GUARDRAILS PER ARCHITECTURAL DRAWINGS. CONCRETE CURBS AND LOCATIONS PER
ARCHITECTURAL DRAWINGS.

4. TOP OF SLAB (T/SLAB) ELEVATION ASSUMED 1908'-0". PROVIDE 10 MIL VAPOR BARRIER BELOW SLAB AT
INTERIOR SPACES. PROVIDE FREE-DRAINING FILL PER GEOTECH REPORT.

5. TYPICAL TOP OF INTERIOR (T/INTERIOR) FOOTING ELEVATION = 1907'-4", UNO. TYPICAL TOP OF EXTERIOR
(T/EXTERIOR) FOOTING ELEVATION = 1907'-4".

6. ALL FOOTINGS AND SLABS TO BEAR ON COMPETENT NATIVE SOIL AND/OR STRUCTURAL FILL. SUBGRADE
PREPARATION, STRUCTURAL FILL, FOOTING DRAINS, AND OTHER REQUIREMENTS PER GEOTECH REPORT AS NOTED
IN THE STRUCTURAL GENERAL NOTES.

7. CJ INDICATES CONTROL JOINT PER PLAN.

8. CONTRACTOR TO VERIFY TOP OF CONCRETE (T/CONC) WALL ELEVATIONS ON ALL PARTIAL HEIGHT RETAINING
WALLS.

9. MOISTURE PROOF ALL CONCRETE STEM AND BASEMENT WALS PER ARCHITECT.

10. STEEL STAIRS SHALL BE BIDDER-DESIGNED, UNO. APPLICABLE DESIGN REQUIREMENTS PER STRUCTURAL
GENERAL NOTES.

11. TYPICAL DETAILS PER:

2/S301 TYPICAL STEPPED FOOTING
4/S301 TYPICAL CONCRETE WALL OPENING REINFORCEMENT
5/S301 TYPICAL LAP SPLICE SCHEDULE
8/S301 PLAN - TYPICAL REINFORCING AT SLAB EDGE CORNERS
10/S301 STANDARD HOOKS AND BAR BENDS
11/S301 TYPICAL BASE PLATE CONFIGURATIONS
14/S301 TYPICAL SLAB ON GRADE JOINT DETAILS WITH REINFORCING
15/S301 PLAN - TYPICAL CORNER REINFORCING AT CONCRETE WALLS (DOUBLE MAT)
1/S302 PIPE OR CONDUIT EMBEDDED IN SLAB ON GRADE
3/S302 TYPICAL PIPE AND TRENCH LOCATIONS AT CONCRETE STEMWALL/FOOTING
4/S302 PLAN - TYPICAL CORNER REINFORCING AT CONCRETE FOOTINGS
5/S302 PLAN - TYPICAL CORNER REINFORCING AT CONCRETE WALLS (SINGLE MAT)
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14410 SE PETROVITSKY ROAD SUITE 206
RENTON, WA 98058
425-291-7078

1

DCI JOB NO. 13041-0246

SPOKANE, WASHINGTON 99205

11/02/2015

40A

SCHEMATIC DESIGN 03/28/14

65% DESIGN DEVELOPMENT 06/27/14

95% CONSTRUCTION DOCUMENT 10/13/14

99% CONSTRUCTION DOCUMENT 12/11/14

12/30/14

100% CONSTRUCTION DOCUMENT 01/26/15

BID DOCUMENT 11/02/15
4815 NORTH ASSEMBLY ST.
SPOKANE, WASHINGTON 99205

INTENSIVE OUTPATIENT MENTAL HEALTH

AND EDUCATION BUILDING
668-313

CJL JWH

S102

BASEMENT/FOUNDATION PLAN

NORTH

BID DOCUMENT

NOVEMBER 02, 2015

N

SCALE:  1/4" = 1'-0"

BASEMENT/FOUNDATION PLAN NORTH

KEY PLAN
NOT TO SCALE

SPREAD FOOTING SCHEDULE

TYPE

DIMENSIONS

REINF COMMENTSLENGTH WIDTH DEPTH
F3.5 3'-6" 3'-6" 1' - 6" (10) #4B EW

F4.0 4'-0" 4'-0" 1' - 6" (10) #4B EW

F5.5 5'-6" 5'-6" 1' - 6" (7) #5B EW

F6.0 6'-0" 6'-0" 1' - 6" (8) #5B EW

F12.0 12'-0" 12'-0" 2' - 2" (9) #7B EW & (9) #4T EW

Revisions Issues Date
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FOUNDATION PLAN NOTES:

1. STRUCTURAL GENERAL NOTES, DESIGN CRITERIA, ABBREVIATIONS AND LEGEND PER S001 THROUGH S003.

2. VERIFY ALL DIMENSIONS AND ELEVATIONS WITH THE ARCHITECTURAL DRAWINGS. ALL EXISTING DIMENSIONS
SHALL BE FIELD VERIFIED.

3. CONTRACTOR SHALL LOCATE AND VERIFY THE FOLLOWING WITH OTHERS PRIOR TO FOURING CONCRETE:
ALL DOOR OPENINGS IN FOUNDATION WALLS; DRAINS AND SLOPES, BLOCKOUTS FOR PLUMBING, SPRINKLERS AND
HVAC. ALL DUCTS, CHASES AND PIPES PER MECHANICAL, PLUMBING, ELECTRICAL AND SPRINKLER DRAWINGS. STAIR
DETAILS AND GUARDRAILS PER ARCHITECTURAL DRAWINGS. CONCRETE CURBS AND LOCATIONS PER
ARCHITECTURAL DRAWINGS.

4. TOP OF SLAB (T/SLAB) ELEVATION ASSUMED 1908'-0". PROVIDE 10 MIL VAPOR BARRIER BELOW SLAB AT
INTERIOR SPACES. PROVIDE FREE-DRAINING FILL PER GEOTECH REPORT.

5. TYPICAL TOP OF INTERIOR (T/INTERIOR) FOOTING ELEVATION = 1907'-4", UNO. TYPICAL TOP OF EXTERIOR
(T/EXTERIOR) FOOTING ELEVATION = 1907'-4".

6. ALL FOOTINGS AND SLABS TO BEAR ON COMPETENT NATIVE SOIL AND/OR STRUCTURAL FILL. SUBGRADE
PREPARATION, STRUCTURAL FILL, FOOTING DRAINS, AND OTHER REQUIREMENTS PER GEOTECH REPORT AS NOTED
IN THE STRUCTURAL GENERAL NOTES.

7. CJ INDICATES CONTROL JOINT PER PLAN.

8. CONTRACTOR TO VERIFY TOP OF CONCRETE (T/CONC) WALL ELEVATIONS ON ALL PARTIAL HEIGHT RETAINING
WALLS.

9. MOISTURE PROOF ALL CONCRETE STEM AND BASEMENT WALS PER ARCHITECT.

10. STEEL STAIRS SHALL BE BIDDER-DESIGNED, UNO. APPLICABLE DESIGN REQUIREMENTS PER STRUCTURAL
GENERAL NOTES.

11. TYPICAL DETAILS PER:

2/S301 TYPICAL STEPPED FOOTING
4/S301 TYPICAL CONCRETE WALL OPENING REINFORCEMENT
5/S301 TYPICAL LAP SPLICE SCHEDULE
8/S301 PLAN - TYPICAL REINFORCING AT SLAB EDGE CORNERS
10/S301 STANDARD HOOKS AND BAR BENDS
11/S301 TYPICAL BASE PLATE CONFIGURATIONS
14/S301 TYPICAL SLAB ON GRADE JOINT DETAILS WITH REINFORCING
15/S301 PLAN - TYPICAL CORNER REINFORCING AT CONCRETE WALLS (DOUBLE MAT)
1/S302 PIPE OR CONDUIT EMBEDDED IN SLAB ON GRADE
3/S302 TYPICAL PIPE AND TRENCH LOCATIONS AT CONCRETE STEMWALL/FOOTING
4/S302 PLAN - TYPICAL CORNER REINFORCING AT CONCRETE FOOTINGS
5/S302 PLAN - TYPICAL CORNER REINFORCING AT CONCRETE WALLS (SINGLE MAT)
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14410 SE PETROVITSKY ROAD SUITE 206
RENTON, WA 98058
425-291-7078

1

DCI JOB NO. 13041-0246

SPOKANE, WASHINGTON 99205

11/02/2015

40A

SCHEMATIC DESIGN 03/28/14

65% DESIGN DEVELOPMENT 06/27/14

95% CONSTRUCTION DOCUMENT 10/13/14

99% CONSTRUCTION DOCUMENT 12/11/14

12/30/14

100% CONSTRUCTION DOCUMENT 01/26/15

BID DOCUMENT 11/02/15
4815 NORTH ASSEMBLY ST.
SPOKANE, WASHINGTON 99205

INTENSIVE OUTPATIENT MENTAL HEALTH

AND EDUCATION BUILDING
668-313

CJL JWH

S103

BASEMENT/FOUNDATION PLAN

SOUTH

BID DOCUMENT

NOVEMBER 02, 2015

N

SCALE:  1/4" = 1'-0"

BASEMENT/FOUNDATION PLAN SOUTH

KEY PLAN
NOT TO SCALE

SPREAD FOOTING SCHEDULE

TYPE

DIMENSIONS

REINF COMMENTSLENGTH WIDTH DEPTH
F3.5 3'-6" 3'-6" 1' - 6" (10) #4B EW

F4.0 4'-0" 4'-0" 1' - 6" (10) #4B EW

F5.5 5'-6" 5'-6" 1' - 6" (7) #5B EW

F6.0 6'-0" 6'-0" 1' - 6" (8) #5B EW

F12.0 12'-0" 12'-0" 2' - 2" (9) #7B EW & (9) #4T EW

Revisions Issues Date
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FLOOR FRAMING PLAN NOTES:

1. STRUCTURAL GENERAL NOTES, DESIGN CRITERIA, ABBREVIATIONS AND LEGEND PER S001 THROUGH
S003.

2. VERIFY ALL DIMENSIONS AND ELEVATIONS WITH THE ARCHITECTURAL DRAWINGS. ALL EXISTING
DIMENSIONS SHALL BE FIELD VERIFIED.

3. ALL DUCTS, CHASES AND PIPES SHALL BE PER MECHANICAL, PLUMBING, ELECTRICAL AND SPRINKLER
DRAWINGS.

4. TOP OF SLAB ELEVATION (T/SLAB) = PER PLAN, UNO.

5. INDICATES TOP OF STEEL (T/STL) ELEVATION (T/STL = B/DECK, UNO. STEEL JOISTS SHALL BE
EQUALLY SPACED, TYPICAL UNO.

6. FLOOR FRAMING SYSTEM SHALL BE OF COMPOSITE CONSTRUCTION. PROVIDE SHEAR STUDS 3/4"Ø, MIN x
(DECK DEPTH + 1 1/2") LONG, SPACED PER 15/S403. NUMBERS INDICATED ON PLAN IN PARENTHESES ADJACENT
TO STEEL BEAM CALLOUT INDICATE THE MINIMUM NUMBER OF STUDS REQUIRED. AT BEAMS WHERE STUD
QUANTITY IS OMITTED, PROVIDE STUDS @ 12"OC MAX.

7. CONCRETE OVER METAL DECK PER PLAN AND STRUCTURAL GENERAL NOTES. PROVIDE REINFORCING
AS SHOWN ON PLAN AND DETAIL. DECK ATTACHEMENT REQUIREMENTS PER STRUCTURAL GENERAL NOTES.

8. TYPICAL FLOOR DECK OVERHANG TO BE 6" FROM BEAM CENTERLINE, UNO.

9. STEEL STAIRS SHALL BE BIDDER-DESIGNED, UNO. APPLICABLE DESIGN REQUIREMENTS PER
STRUCTURAL GENERAL NOTES.

10. BRACED FRAME MEMBER SIZES PER ELEVATIONS.

11. CONTRACTOR IS RESPONSIBLE FOR ALL TEMPORARY SHORING.

12. TYPICAL DETAILS PER:

1/S401 BEAM FLANGE BRACE (BEAMS PERPENDICULAR)
3/S401 BEAM TO HSS COLUMN CONNECTIONS
6/S401 BEAM FLANGE BRACE (BEAMS PARALLEL)
7/S401 TYPICAL EMBEDDED PLATE BOLTED BEAM CONNECTIONS
8/S401 SKEWED BOLTED BEAM CONNECTION
10/S401 DOUBLE SHEAR PLATE (SINGLE ROW) CONNECTIONS
15/S401 TYPICAL CANTELEVER OVER A BEAM
1/S402 PLAN - TYPICAL DECK SUPPORT AT INTERIOR COLUMN
10/S402 STEEL CONNECTION DETAILS
12/S402 TYPICAL DECK OPENING REINFORCING DETAILS
15/S402 TYPICAL DECK AT DISCONTINUITIES
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TO STEEL BEAM CALLOUT INDICATE THE MINIMUM NUMBER OF STUDS REQUIRED. AT BEAMS WHERE STUD
QUANTITY IS OMITTED, PROVIDE STUDS @ 12"OC MAX.

7. CONCRETE OVER METAL DECK PER PLAN AND STRUCTURAL GENERAL NOTES. PROVIDE REINFORCING
AS SHOWN ON PLAN AND DETAIL. DECK ATTACHEMENT REQUIREMENTS PER STRUCTURAL GENERAL NOTES.

8. TYPICAL FLOOR DECK OVERHANG TO BE 6" FROM BEAM CENTERLINE, UNO.

9. STEEL STAIRS SHALL BE BIDDER-DESIGNED, UNO. APPLICABLE DESIGN REQUIREMENTS PER
STRUCTURAL GENERAL NOTES.

10. BRACED FRAME MEMBER SIZES PER ELEVATIONS.

11. CONTRACTOR IS RESPONSIBLE FOR ALL TEMPORARY SHORING.

12. TYPICAL DETAILS PER:

1/S401 BEAM FLANGE BRACE (BEAMS PERPENDICULAR)
3/S401 BEAM TO HSS COLUMN CONNECTIONS
6/S401 BEAM FLANGE BRACE (BEAMS PARALLEL)
7/S401 TYPICAL EMBEDDED PLATE BOLTED BEAM CONNECTIONS
8/S401 SKEWED BOLTED BEAM CONNECTION
10/S401 DOUBLE SHEAR PLATE (SINGLE ROW) CONNECTIONS
15/S401 TYPICAL CANTELEVER OVER A BEAM
1/S402 PLAN - TYPICAL DECK SUPPORT AT INTERIOR COLUMN
10/S402 STEEL CONNECTION DETAILS
12/S402 TYPICAL DECK OPENING REINFORCING DETAILS
15/S402 TYPICAL DECK AT DISCONTINUITIES
2/S403 TYPICAL REINFORCEMENT AT ROOF DRAINS
7/S403 HOUSEKEEPING PAD ON CONCRETE OVER METAL DECKS
9/S403 TYPICAL REINFORCED SLAB EDGE AT STEEL BEAM
15/S403 TYPICAL COMPOSITE BEAM SHEAR STUD LAYOUT

T/STL
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FLOOR FRAMING PLAN NOTES:

1. STRUCTURAL GENERAL NOTES, DESIGN CRITERIA, ABBREVIATIONS AND LEGEND PER S001 THROUGH
S003.

2. VERIFY ALL DIMENSIONS AND ELEVATIONS WITH THE ARCHITECTURAL DRAWINGS. ALL EXISTING
DIMENSIONS SHALL BE FIELD VERIFIED.

3. ALL DUCTS, CHASES AND PIPES SHALL BE PER MECHANICAL, PLUMBING, ELECTRICAL AND SPRINKLER
DRAWINGS.

4. TOP OF SLAB ELEVATION (T/SLAB) = PER PLAN, UNO.

5. INDICATES TOP OF STEEL (T/STL) ELEVATION (T/STL = B/DECK, UNO. STEEL JOISTS SHALL BE
EQUALLY SPACED, TYPICAL UNO.

6. FLOOR FRAMING SYSTEM SHALL BE OF COMPOSITE CONSTRUCTION. PROVIDE SHEAR STUDS 3/4"Ø, MIN x
(DECK DEPTH + 1 1/2") LONG, SPACED PER 15/S403. NUMBERS INDICATED ON PLAN IN PARENTHESES ADJACENT
TO STEEL BEAM CALLOUT INDICATE THE MINIMUM NUMBER OF STUDS REQUIRED. AT BEAMS WHERE STUD
QUANTITY IS OMITTED, PROVIDE STUDS @ 12"OC MAX.

7. CONCRETE OVER METAL DECK PER PLAN AND STRUCTURAL GENERAL NOTES. PROVIDE REINFORCING
AS SHOWN ON PLAN AND DETAIL. DECK ATTACHEMENT REQUIREMENTS PER STRUCTURAL GENERAL NOTES.

8. TYPICAL FLOOR DECK OVERHANG TO BE 6" FROM BEAM CENTERLINE, UNO.

9. STEEL STAIRS SHALL BE BIDDER-DESIGNED, UNO. APPLICABLE DESIGN REQUIREMENTS PER
STRUCTURAL GENERAL NOTES.

10. BRACED FRAME MEMBER SIZES PER ELEVATIONS.

11. CONTRACTOR IS RESPONSIBLE FOR ALL TEMPORARY SHORING.

12. TYPICAL DETAILS PER:

1/S401 BEAM FLANGE BRACE (BEAMS PERPENDICULAR)
3/S401 BEAM TO HSS COLUMN CONNECTIONS
6/S401 BEAM FLANGE BRACE (BEAMS PARALLEL)
7/S401 TYPICAL EMBEDDED PLATE BOLTED BEAM CONNECTIONS
8/S401 SKEWED BOLTED BEAM CONNECTION
10/S401 DOUBLE SHEAR PLATE (SINGLE ROW) CONNECTIONS
15/S401 TYPICAL CANTELEVER OVER A BEAM
1/S402 PLAN - TYPICAL DECK SUPPORT AT INTERIOR COLUMN
10/S402 STEEL CONNECTION DETAILS
12/S402 TYPICAL DECK OPENING REINFORCING DETAILS
15/S402 TYPICAL DECK AT DISCONTINUITIES
2/S403 TYPICAL REINFORCEMENT AT ROOF DRAINS
7/S403 HOUSEKEEPING PAD ON CONCRETE OVER METAL DECKS
9/S403 TYPICAL REINFORCED SLAB EDGE AT STEEL BEAM
15/S403 TYPICAL COMPOSITE BEAM SHEAR STUD LAYOUT
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FLOOR FRAMING PLAN NOTES:

1. STRUCTURAL GENERAL NOTES, DESIGN CRITERIA, ABBREVIATIONS AND LEGEND PER S001 THROUGH
S003.

2. VERIFY ALL DIMENSIONS AND ELEVATIONS WITH THE ARCHITECTURAL DRAWINGS. ALL EXISTING
DIMENSIONS SHALL BE FIELD VERIFIED.

3. ALL DUCTS, CHASES AND PIPES SHALL BE PER MECHANICAL, PLUMBING, ELECTRICAL AND SPRINKLER
DRAWINGS.

4. TOP OF SLAB ELEVATION (T/SLAB) = PER PLAN, UNO.

5. INDICATES TOP OF STEEL (T/STL) ELEVATION (T/STL = B/DECK, UNO. STEEL JOISTS SHALL BE
EQUALLY SPACED, TYPICAL UNO.

6. FLOOR FRAMING SYSTEM SHALL BE OF COMPOSITE CONSTRUCTION. PROVIDE SHEAR STUDS 3/4"Ø, MIN x
(DECK DEPTH + 1 1/2") LONG, SPACED PER 15/S403. NUMBERS INDICATED ON PLAN IN PARENTHESES ADJACENT
TO STEEL BEAM CALLOUT INDICATE THE MINIMUM NUMBER OF STUDS REQUIRED. AT BEAMS WHERE STUD
QUANTITY IS OMITTED, PROVIDE STUDS @ 12"OC MAX.

7. CONCRETE OVER METAL DECK PER PLAN AND STRUCTURAL GENERAL NOTES. PROVIDE REINFORCING
AS SHOWN ON PLAN AND DETAIL. DECK ATTACHEMENT REQUIREMENTS PER STRUCTURAL GENERAL NOTES.

8. TYPICAL FLOOR DECK OVERHANG TO BE 6" FROM BEAM CENTERLINE, UNO.

9. STEEL STAIRS SHALL BE BIDDER-DESIGNED, UNO. APPLICABLE DESIGN REQUIREMENTS PER
STRUCTURAL GENERAL NOTES.

10. BRACED FRAME MEMBER SIZES PER ELEVATIONS.

11. CONTRACTOR IS RESPONSIBLE FOR ALL TEMPORARY SHORING.

12. TYPICAL DETAILS PER:

1/S401 BEAM FLANGE BRACE (BEAMS PERPENDICULAR)
3/S401 BEAM TO HSS COLUMN CONNECTIONS
6/S401 BEAM FLANGE BRACE (BEAMS PARALLEL)
7/S401 TYPICAL EMBEDDED PLATE BOLTED BEAM CONNECTIONS
8/S401 SKEWED BOLTED BEAM CONNECTION
10/S401 DOUBLE SHEAR PLATE (SINGLE ROW) CONNECTIONS
15/S401 TYPICAL CANTELEVER OVER A BEAM
1/S402 PLAN - TYPICAL DECK SUPPORT AT INTERIOR COLUMN
10/S402 STEEL CONNECTION DETAILS
12/S402 TYPICAL DECK OPENING REINFORCING DETAILS
15/S402 TYPICAL DECK AT DISCONTINUITIES
2/S403 TYPICAL REINFORCEMENT AT ROOF DRAINS
7/S403 HOUSEKEEPING PAD ON CONCRETE OVER METAL DECKS
9/S403 TYPICAL REINFORCED SLAB EDGE AT STEEL BEAM
15/S403 TYPICAL COMPOSITE BEAM SHEAR STUD LAYOUT
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S003.
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DIMENSIONS SHALL BE FIELD VERIFIED.

3. ALL DUCTS, CHASES AND PIPES SHALL BE PER MECHANICAL, PLUMBING, ELECTRICAL AND SPRINKLER
DRAWINGS.

4. TOP OF SLAB ELEVATION (T/SLAB) = PER PLAN, UNO.

5. INDICATES TOP OF STEEL (T/STL) ELEVATION (T/STL = B/DECK, UNO. STEEL JOISTS SHALL BE
EQUALLY SPACED, TYPICAL UNO.
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8. TYPICAL FLOOR DECK OVERHANG TO BE 6" FROM BEAM CENTERLINE, UNO.

9. STEEL STAIRS SHALL BE BIDDER-DESIGNED, UNO. APPLICABLE DESIGN REQUIREMENTS PER
STRUCTURAL GENERAL NOTES.

10. BRACED FRAME MEMBER SIZES PER ELEVATIONS.

11. CONTRACTOR IS RESPONSIBLE FOR ALL TEMPORARY SHORING.

12. TYPICAL DETAILS PER:
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SCALE:  1/8" = 1'-0"
1

NORTH WALL ELEVATION 1
SCALE:  1/8" = 1'-0"
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NORTH WALL ELEVATION 2

SCALE:  1/8" = 1'-0"
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NORTH WALL ELEVATION 3
SCALE:  1/8" = 1'-0"
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NORTH WALL ELEVATION 4
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SCALE:  1/8" = 1'-0"
1

WEST WALL ELEVATION 12
SCALE:  1/8" = 1'-0"

2
WEST WALL ELEVATION 13

SCALE:  1/8" = 1'-0"
3

SOUTH WALL ELEVATION 1
SCALE:  1/8" = 1'-0"

4
SOUTH WALL ELEVATION 2

SCALE:  1/8" = 1'-0"
5

SOUTH WALL ELEVATION 3
SCALE:  1/8" = 1'-0"

6
SOUTH WALL ELEVATION 4

SCALE:  1/8" = 1'-0"
7

SOUTH WALL ELEVATION 5

SCALE:  1/8" = 1'-0"
8

SOUTH WALL ELEVATION 6
SCALE:  1/8" = 1'-0"

9
SOUTH WALL ELEVATION 7

SCALE:  1/8" = 1'-0"
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SOUTH WALL ELEVATION 8
SCALE:  1/8" = 1'-0"

11
SOUTH WALL ELEVATION 9

SCALE:  1/8" = 1'-0"
12

EAST WALL ELEVATION 1
SCALE:  1/8" = 1'-0"

13
EAST WALL ELEVATION 2

SCALE:  1/8" = 1'-0"
14

EAST WALL ELEVATION 3
SCALE:  1/8" = 1'-0"

15
EAST WALL ELEVATION 4

SCALE:  1/8" = 1'-0"
16

EAST WALL ELEVATION 5
SCALE:  1/8" = 1'-0"

17
EAST WALL ELEVATION 6

SCALE:  1/8" = 1'-0"
18

SOUTH WALL ELEVATION 10
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SCALE:  1/8" = 1'-0"
1

EAST WALL ELEVATION 7
SCALE:  1/8" = 1'-0"

2
EAST WALL ELEVATION 8

SCALE:  1/8" = 1'-0"
3

EAST WALL ELEVATION 9
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PLAN - EXTERIOR SLAB EDGE CORNER

PLAN - INTERIOR SLAB EDGE CORNERNOTE:
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S304

Drawing Title

Approved: Project Director

Project Title

Location

Issue Date Checked Drawn

Project Number

Building Number

Drawing Number

Dwg. of

2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

A

B

C

D

E

F

A

B

C

D

E

F

6
"

0
6

"
1

6
"

0
2

6
"

0
2

0
4

0
4

0
4

8
0

4
8

1
6

14410 SE PETROVITSKY ROAD SUITE 206

RENTON, WA 98058

425-291-7078

1

SPOKANE, WASHINGTON 99205

11/02/2015

40A

SCHEMATIC DESIGN 03/28/14

4815 NORTH ASSEMBLY ST.

SPOKANE, WASHINGTON 99205

INTENSIVE OUTPATIENT MENTAL HEALTH

AND EDUCATION BUILDING

668-313

CL JWH

DCI JOB NO. 13041-0246

Revisions Issues Date

65% DESIGN DEVELOPMENT 06/27/14

BID DOCUMENT

NOVEMBER 02, 2015

95% CONSTRUCTION DOCUMENT 10/13/14

99% CONSTRUCTION DOCUMENT 12/17/14

12/30/14

S
T
R
U
CTURAL  EN

GI
N
E
E
R

P
R
O
FESS I ONAL  EN

GI

N
E
E
R

100% CONSTRUCTION DOCUMENT 01/26/15

BID DOCUMENT 11/02/15



TYPICAL SECTION AT WIDE FLANGE COLUMN, BEAM WEB OR PLATE

TABLE 1

BOLTED DOUBLE SHEAR PLATE CONNECTION NOTES:

TYPICAL DOUBLE SHEAR PLATE CONNECTION

BOLTED DOUBLE SHEAR PLATE CONNECTION - SCHEDULE "B"
3/4" Ø - A325-N

NOTE:

TYPICAL SECTION AT HSS COLUMN

NOTES:

WHERE BEAM CONTINUOUSWHERE BEAM ENDS

WHERE BEAM CONTINUOUSWHERE BEAM ENDS

BEAM OVER COLUMN

BEAM BELOW COLUMN

SKEWED BOLTED BEAM

NOTES:

CONNECTION SCHEDULE "C"

ADDED REINF

ELEVATION

EMBED PLATE BOLTED BEAM CONNECTION SCHEDULE

AT EMBED

NOTE:

NOTE:

NOTE:
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NOTES:

OPENINGS GREATER THAN 16" & LESS THAN 24"

OPENINGS LESS THAN 16"

TYPICAL SECTION AT CORNERS AND 3-SIDED CONDITIONS

BEAM TO HSS OR PIPE COLUMN
BEAM TO WIDE FLANGE COLUMN FLANGE

BEAM TO WIDE FLANGE COLUMN WEB - OPTION 2

TABLE 1

(BEAM FITS INSIDE COLUMN)
BEAM TO WIDE FLANGE COLUMN WEB - OPTION 1

BOLTED SINGLE ROW SHEAR PLATE CONNECTION NOTES:

BEAM TO BEAM CONNECTION

TYPICAL SHEAR PLATE CONNECTION

ALTERNATE SECTION WITH TEES BUILT-UP FROM PLATES

TYPICAL SECTION AT INTERIOR COLUMN

TYPICAL SECTION AT PIPE OR ROUND HSS COLUMN

NOTE:

NOTE:

BOLTED SINGLE SHEAR PLATE CONNECTION - SCHEDULE "A"
3/4" Ø - A325-N

CHANGE IN DECK ORIENTATION

CHANGE AT SLOPE

DECK SPAN PARALLEL TO WALL

DECK SPAN PERPENDICULAR TO WALL

NOTES:

SECTION
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SECTION 'A'

PLAN

NOTES:

SECTIONS

PLANS - DOUBLE ROW OF STUDS

DECK PERPENDICULAR TO EDGE BEAM DECK PARALLEL TO EDGE BEAM

NOTE:

DECK PERPENDICULAR TO EDGE BEAM DECK PARALLEL TO EDGE BEAM
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HSS BEAM CENTERED ON HSS COLUMN

NOTE:

HSS BEAM OFF CENTER OF HSS COLUMN

A

NOTE:
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